DISCLAIMER:

The use of this standard Is governed by the City of Wichita Falls Engineering Department. No warranty of any kind Is made
by the City of Wichita Falls for any purpose whatscever, The Clty of Wichlta Folls assumes no responslollity for the
converslon of this stoandard to other formats for incorrect resuits or damages resulting from Its use,

CONCRETE BASE
1" COPPER PIPE

PIPE JOINT
nen O/\ INSIDE OF M.H. TO BE
CLASS "F / FLUSH W/ OUTSIDE OF FLG.

FLG. OUTLET EACH SIDE | STD. 24" OR 40" M.H.
FRAME AND COVER
INSULATED FLG. C AS SPECIFIED BY OWNER.
90° BEND \ ZA
8N \ BN = kN NS A “
MECHANICALLY B WA ~ N IR
RESTRAINED ' ) ) .,
FITTINGS —\ _ z ) s
= s
\{ 2 X N ’ : 1” ,\
BYPASS GATE VALVE S A S | %[ ©
- N ‘ _— CURB #
W/ FLG. ENDS === \& . 1] STOP 3 %
x [@’ N B\.;‘\ '/l’ :Ill U/ ‘; ?l
= R
' 7 M /4‘ 2 "b = -
MECHANICALLY : Y N\ X
RESTRAINED 7 A D -= TN N\
FITTINGS DA 2A NN W B |
90° BEND of
-
\ STD. 5' DIA.
INSULATED FLG. PRECAST OR
PIPE JOINT CAST—IN—PLACE M.H.
FLG. OUTLET

\_/Q 1" LP. THD OULET &
1" CORP. COCK EACH SIDE

PLAN VIEW
NOT TO SCALE
DEC 03 4063A—00 |L_CITY OF WICHITA FALLS, TX
Wichita el STANDARD DRAWNG NO. VAULT CONSTRUCTION
TEXA BUTTERFLY VALVE = 48
S __APPROVED
o e o | NO.| DATE DESCRIPTION BY 7 A pEC 2003
ACAD DRAWING NAME R E Vv 1 S | O N S ’ 77 DATE




